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Abstract: Traditionally, the uniform application of thermal insulation is practised within the
built environment sector to achieve desired building regulation standards for energy efficiency.
However, that approach does not follow the building heat loss field, and it is therefore poorly
matched to the actual heat loss from the building, thus achieving sub-optimum energy performance.
This research aims to visualise building heat loss field in three dimensions and to create self-organised
thermal insulation patterns that are proportional in thickness to the intensity of heat loss. This is
achieved using a 3D agent-based model, in which each agent that represents a miniature object
of thermal insulation moves up the gradient of the heat loss representation and competes for
its position with the neighbouring thermal insulation components, depending upon the gradient
intensity. This creates a self-organised thermal insulation pattern through the competition between
the thermal insulation components and through overcrowding in the areas with higher heat loss
intensity. This helps to visualise the heat loss field and create a representation of thermal insulation
that is ideally matched to it. The result is assessed for its energy performance using a conventional
energy performance analysis. That analysis shows that this approach leads to reductions in energy
consumption and carbon emissions in comparison with the conventional approach that uses the same
amount of thermal insulation material. The overall result increases our understanding of 3D heat loss
and introduces a new approach for designing building thermal insulation.
Keywords: thermal insulation agents; heat loss visualisation; emergence-based design; self-organised
insulation; heat-loss-matched thermal insulation; emergent design solutions; emergent behaviour
1. Introduction
This research discusses the development of an emergent, self-organised approach to developing
an energy efficient insulation design solution. Conventionally, buildings are insulated with a uniform
thickness of insulation. But that approach does not follow the building heat loss field, and it is
therefore poorly matched to the actual heat loss from the building, thus achieving sub-optimum energy
performance. This research draws inspiration from natural processes such as the heat flow gradient to
investigate the creation of 3D agent-based objects, by specifying behavioural rule sets for the interaction
between insulation objects/building blocks and the environment. In this approach, each agent that
represents a miniature object of thermal insulation moves up the gradient of the heat loss representation
and competes for its position with the neighbouring thermal insulation components, depending upon
the gradient intensity. This creates a self-organised thermal insulation pattern through the competition
between the thermal insulation components and through overcrowding in the areas with higher heat
loss intensity. This helps to visualise the heat loss field and create a representation of thermal insulation
that is ideally matched to it.
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1.1. Contemporary Building Simulation Methods and Their Shortcomings
The conventional approach to building simulation and optimization, that leads to thermal
insulation specification, stems from the developments in mathematical and scientific knowledge
in the past few centuries. Methods such as the finite element method, topology optimization,
shape optimization, etc., have gained significant popularity within the built environment sector,
enabling professionals to examine their design in a new analytical plane. These methods gained
recognition and wide acceptance in the structural field [1] and soon propagated into other fields,
such as fluid flow [2], aeroelasticity [3], etc.
While these methods are able to generate solutions, they represent the problem domain in the
form of a system of equations, which do not have complete solutions. As a result, the solutions
developed are approximations. These methods provide a top-down approach where the problem is
brought closer to the solution through simplification. Furthermore, complex solving methods such
as the finite element analysis and Navier–Stokes equations require a significant number of iterations,
information and assumptions to generate an output for a specified time period, and, in the case of the
latter, cases that cannot be solved. This is in sharp contrast with how things work in nature, where heat
loss and other phenomena occur through the interaction between the neighbouring components of
the system, such as molecules, and through self-organisation of the system behaviour though the
interaction of the constituent parts. Thus, the whole becomes more than the sum of parts.
Amongst the vast body of work exploring the application of component-based systems,
Wolfram states that, despite the developments in traditional mathematics, it has only been able
to reproduce the simplest of natural behaviours [4]. He further questions the holistic nature of the
solutions developed through these methods. Arguing that, as contemporary building simulation
tools utilize traditional mathematics that use systems of equations to explore and develop solutions,
these solutions are incomplete and out of step with nature. Additionally, being based on incomplete
formulations, these solutions result in a performance gap between the simulated and as-built results.
These findings and arguments were further expanded in [5]. Due to the top-down nature of the
approach towards modelling a physical system as a whole using systems of equations, a large
number of iterations are required to achieve a solution. Additionally, the process also requires a large
amount of information in great detail, resulting in a time-consuming model development process.
Subsequently, as a result of the top-down approach of these methods, designers are forced to resort to
a simplification of the problem to achieve solutions, while compromising the accuracy of results [5].
In order to overcome the shortcomings of the conventional approach, a more direct approach to
simulation and investigation is required, such as self-organising emergent systems similar to those
occurring in nature. As pointed out by Malina and Kauffman, the reductionist approach that is
predominantly used to model natural processes presents limitations in explaining the complexity of
nature [6].
In their 2019 paper, Bharadwaj and Jankovic suggest that natural phenomena, e.g., building thermal
behaviour, are a result of component-based interactions devoid of complex equations [7]. The result of
these interactions provided evidence of a much faster process than that presented by the top-down
approach. Furthermore, Kauffman argues that the top-down approach is unable to explain complex
natural behaviour [8]. He further states that it would require knowledge of initial conditions with
infinite precision and great detail of computation, which is not possible to achieve. Instead, using simple
behavioural rules on a component basis provides much more information on the emergent patterns and
behaviour than that initially specified into the model. Thus, the emergent self-organised approach to
simulation gives back more than what was explicitly programmed and enables a deeper understanding
of natural behaviour.
The focus of this article is the use of agent-based models for the investigation of thermal insulation
design solution in response to heat loss. The article will explain the implementation of simple
behavioural rules applied to different components. These rules will make each agent that represents
a miniature object of thermal insulation move up the gradient of the heat loss representation and
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compete for its position with the neighbouring thermal insulation components. As result of such
competition, and through overcrowding in the areas with higher heat loss intensity, a self-organised
thermal insulation pattern will emerge. This will help to visualise the heat loss field and to create a
representation of thermal insulation that is ideally matched to it.
The result will be assessed for its energy performance using a conventional energy performance
analysis and compared with the conventional approach that uses the same amount of thermal
insulation material.
1.2. Previous Work
There is a notable body of work focusing on the use of component-based models such as Cellular
Automata (CA) to study various natural behaviours. One of the most notable works is that of Hardy,
Pomeau and dePazzis, whose research focused on the recreation of fluid behaviour on a square lattice
that allowed orthogonal interactions between fluid particles [9]. The resulting model from this research
is known as the HPP model, named after the initial letters of the authors’ surnames. This model
was superseded by the work of Frisch, Hasslacher and Pomeau, which illustrated how diagonal
interactions in six directions were possible using a hexagonal grid [10]. Building upon this work,
Salem and Wolfram illustrated the development of an emergent model of hydrodynamic flow around
a plate [11]. Subsequently, Wolfram published a theory on CA fluid [12]. Toffoli and Margolus also
worked on CA-based emergent models simulating flow tracing, flow around obstacles circular waves,
etc. [13]. They advocated the use of CA as a means of delivering solutions, as it is devoid of numerical
instabilities, guided by the notion that “when things are what they seem, we can safely let them do
what they must” [13]. Furthermore, CA models have been increasingly used in a variety of disciplines,
such as social sciences, medical sciences, urban traffic and public movement, etc.
There exists very little literature to show the use of component-based models including CA
within the built environment sector. Frazer investigated the fundamental form-generation processes in
architecture, with the aim of developing models with “nature as the generating force for architectural
forms” [14]. Through various models governed by the application of either simple behavioural rules or
genetic algorithms, that research illustrated how a symbiotic behaviour between the built environment
and nature can be achieved, enabling explorations of architectural design forms. Jankovic and
co-workers investigated an emergence-based self-organised approach using independent component
objects. This work illustrated how a dynamic and more realistic behaviour of bridges could be
reproduced, in comparison with the top-down approach based on the finite element method [15,16].
A further development of this work by Jankovic illustrated how emergence-based models can
be utilized to produce emergent behaviour and self-organising patterns of building forms using
attractors, representing circulation areas within the model space [17]. The resulting emergent patterns
from these experiments demonstrated how building typologies and building forms can be explored,
also resembling some well-known building forms. The results of a further development using a 2D CA
approach by Jankovic achieved interactive fluid flow behaviour, enabling sketch models to quickly
and interactively explore air flow patterns [5]. These models were based on Fourier’s law of heat
transfer and simple component-based interaction rule sets. The resultant interactive representation of
air movement in building enclosures was achieved without solving complex Navier–Stokes equations,
whilst implementing Newtonian physics on a component level.
The use of 2D CA models to investigate insulation design in response to heat loss through
the building fabric was also explored by Bharadwaj and co-workers [18]. The 2D models were
based on Fourier’s law of heat transfer and simple rule sets for component-to-component interaction.
The models developed in that research visualised the complex heat loss process through the building
fabric, identifying areas of the building geometry that are significantly affected by the heat loss.
Additionally, the models also illustrated the emergent behaviour and self-organising insulation pattern
which developed as a result of the component-based interactions, in response to the heat loss process.
The self-organised patterns from these models were analysed for their effectiveness using conventional
Sustainability 2020, 12, 5764 4 of 14
building energy performance simulation tools. The results from these analyses illustrated that the
energy performance of the emergent patterns was better in comparison with the conventionally
designed solutions.
This research was further developed by the same team to simulate the convection behaviour of
air objects within the model space and to investigate the self-organisation of insulation objects when
externally instantiated to the building [7]. The self-emergent patterns from this research illustrated
areas with a high degree of heat loss. Furthermore, a comparative analysis of these self-organised
patterns illustrated a higher thermal performance by up to 10% in comparison to conventionally
designed solutions.
2. Methods
The method in this article consists of three parts, and it stems from the research undertaken by
Bharadwaj and co-workers [7,18]. In their publications, the authors argued that the 2D CA model
comprises three stages:
1. Development of a CA model simulating the natural phenomenon of heat loss through the
building fabric.
2. Capture and assessment of the self-organised emergent pattern using conventional tools such as
those used in [19].
3. Development and refinement of a solution based on the emergent behaviour of the model.
The key findings of this research were:
1. The model that was developed indicated that the resultant self-organised solutions closely
matched the complex processes found in nature.
2. The analysis of the generated self-organised solutions in response to the complex process of heat
loss through the building fabric showed a better thermal performance than that of the solutions
developed using the conventional design approach.
3. The developed CA models facilitated the visualisation of the complex heat loss pattern,
thus enabling the identification of areas of the building fabric significantly affected by the
heat loss.
4. The models that were developed helped to increase the understanding of the building behaviour.
The method employed in this research is similar to the one mentioned above. However, there are
some key differences:
1. The models developed in this research are based on 3D objects of thermal insulation.
2. Heat transfer in these models has been replaced with a model of Newton’s law of gravitation
with reversed sign to investigate an alternative approach to modelling heat transfer.
3. Insulation cells are instantiated internally to the building to investigate the generation of a 3D
self-emergent pattern of insulation cells.
4. The emergent self-organised pattern of insulation objects is tested for energy performance using
a conventional simulation tool and compared with the conventional approach to insulation
application that uses the same amount of thermal insulation material.
5. If the energy performance comparison between the case with emergent insulation pattern and the
case with conventional insulation that uses the same amount of insulation material is favourable
in terms of the former, that will justify the approach using Newton’s law of gravitation with
reversed sign to generate the emergent insulation pattern.
2.1. Repellent-Based Approach
At the start of this research, a 3D CA model was developed based on the methodology previously
developed by the authors [7]. That model was developed applying Fourier’s law for heat transfer on a
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component basis. However, a significant reduction in simulation performance was observed during
runtime. This behaviour was attributed to the large number of objects instantiated within the simulation
environment outside of the building enclosure. As each cell performed its calculations, ascertaining the
cell temperature and movement along the heat loss gradient, several hundred processing threads were
created. Hence, it was decided to investigate an alternative approach using evidence from previous
research undertaken by Jankovic where he developed 3D models based on the principles of emergence,
explaining that “emergence has been at the heart of nature’s designs, producing complex living
organisms for several millennia” [17]. In these models, attractors were placed in different locations
of the simulation environment while building objects were randomly instantiated. The attractors
dissipated “attractiveness” in the 3D space, so that a gradual reduction of the attractiveness intensity
occurred, proportional to the square of the distance from the attractor, and the building objects
followed the increasing gradient of attractiveness towards the attractors during runtime. This led to a
self-organisation of the building objects, resulting in a building form and building typology.
Thus, it was decided to explore the use of similar concepts for the creation of this 3D model;
however, instead of using attractors, the models in this research utilized the concept of “repellents”,
based on Newton’s law of gravity with a negative sign.
What is the rationale for using the repellents? According to Fourier’s law, heat loss is proportional
to the negative gradient in temperature and area, i.e., heat flow through a material occurs from a higher
to a lower temperature. A repelling force is also an outwardly facing force, mathematically similar to
that of heat loss, resulting in an outwardly movement of objects. Hence, it was decided to investigate if
this concept can be utilized to simulate the representation of heat loss using Newton’s law of gravity
with inverse sign.
If the emergent self-organised pattern of thermal insulation representation resulting from this
approach appears to be better in terms of energy performance in comparison with a conventional
thermal insulation using the same amount of insulation material, that would be a justification for using
the repellent force to generate the insulation pattern. The model development is introduced in the
next section.
2.2. Model Development
This section will discuss the development of the 3D models and the implementation of the concept
of repellents. The models that were developed share some common attributes with those developed
by the authors [7,18] in that they comprise two major components:
• A global environment;
• Cells/building blocks.
Bharadwaj and co-workers explain the role of these components as follows: a global environment
provides the cells/building blocks with a traversable space, thus enabling their interaction with other
components and with the environment [18]. In this research the global environment is provided by the
Unity Game Development Platform [20], chosen for its physics engine capability and the 3D vector
calculus. The building blocks in this simulation are analogous representations of the different building
components and comprise different object types as follows:
• Repellents, representing the heat source;
• Brick, representing a building envelope component;
• Insulation, representing the insulation agent for the creation of the self-organised insulation patterns.
Subsequently, the model measuring 3 m× 3 m× 3 m, with transparent walls, was placed within the
unity environment, as illustrated in Figure 1a. The boundary conditions of the simulation environment
are specified by the transparent walls which mark the physical limits of the simulation test space within
the Unity Game Development Platform [20]. The movement of the cells was limited to the simulation
test space. To simulate a uniformly heated internal environment within the room, a repellent object was
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placed in the centre of the room (Figure 1b), thus, specifying the initial conditions for the simulation.
After these conditions were specified, the insulation objects were instantiated inside the room.Sustainability 2020, 12, x FOR PEER REVIEW 6 of 14 
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Figure 1. Setting the si lation environ ent: (a) 3 roo ith trans arent alls representing the
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Model Physics
The overall odel physics is governed by the application of e ton’s la of gravity, ith the
exception that the gravitational attraction force between cells was replaced with the repulsion force by
reversing the force sign, as explained below, in Equation (1):
Fnet = −G · M1 · M2/d2 (1)
where:
Fnet—net force experienced by a cell (kg·m·s−2)
G—gravitational constant (m3·kg−1·s−2)
M1—mass of the repellent (kg)
M2—mass of the cell (kg)
d—distance between the cell and the repellent (m).
The repulsive strength of the repellent in the model is specified by instantiating it with a high
mass, in comparison to other object types in the model. The speed and direction of the movement
of the objects within the simulation environment was calculated by the Unity Game Development
Platform [20], as a response to the repulsive force experienced by each insulation component.
3. Simulation Experiment
A box model simulation experiment was undertaken to investigate the appropriateness and
effectiveness of the repellent-based approach. Once the initial conditions for the model were specified,
insulation objects were instantiated inside the room during runtime, as illustrated in Figure 2a.
These objects were instantiated at a “key stroke” command, launching 100 insulation components
with each key stroke in random positions inside the room (Figure 2b). Almost immediately upon the
instantiation of the cells, a self-organised behaviour emerged (Figure 3a), as the insulation objects were
driven outwards by the repellent. As can be seen in Figure 3b, with the further instantiation of the
insulation cells or objects, an emerging pattern begins to form, as the objects compete to move into
positions with the lowest intensity of repellent force. Due to this competition, an overcrowding occurs
in the areas with the lowest repellent intensity. Finally, as the process continues, a stable self-organised
pattern emerges, as illustrated in Figure 4.
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The simulation process illustrated from Figure 1a to Figure 4 was completed in less than a minute,
and the process continued until manually terminated.
4. Comparative Simulation Analysis
Once a stable self-organised pattern was observed in the simulation model, it was possible to
analyse its energy performance. In their paper on self-organised insulation patterns in 2D [7], the authors
investigate and discuss the development of a comparative simulation analysis approach. That approach
consisted in developing two models with identical building geometry (3 m × 3 m × 3 m) and with no
windows and doors in a conventional building performance simulation tool [19]. The first model
was a representation of the emergent insulation pattern obtained from the self-organised simulation.
The second model was made with the conventional insulation approach of straight insulation panels,
and with the same amount of insulation material as the first model. Furthermore, the building
construction specified in both models was devoid of high-density materials such as concrete, brick, etc.,
and was based on thermal insulation only. Internal heat gains from lighting, people and appliances
were set to zero. The model heating system was specified with a natural gas boiler with 89% efficiency,
and with a heating set-point of 21 ◦C. A weather data file for Birmingham, UK, was specified for both
models, as obtained from [19]. The computation period for the simulation was set to run for one year
on an hourly timestep. These specifications formed the initial input conditions for the comparative
simulation analysis. The results obtained from this approach illustrated the improved energy efficiency
of the insulation design based on the self-organised emergent pattern. Thus, it was decided to
investigate the performance of the 3D emergent pattern in this research using the same approach.
Two iterations of the model were developed. In the first iteration, the model was tested using the
emergent pattern obtained from the 3D simulation, and in the second iteration the model was tested using
a uniform insulation pattern obtained using the same amount of insulation material as in the first iteration.
There are several ways in which the absolute values of insulation in the corners of the emergent
pattern in Figure 4 can be interpreted for transferring the insulation thickness to a conventional analysis
tool. However, attempting to use absolute values based on the sizes of insulation objects may lead to
unrealistic insulation thicknesses because of the relative scales chosen in the simulation. For that reason,
relative insulation thicknesses were used. Hence, it appears that the corner insulation thickness in Figure 4
is generally two times higher than in the other insulated parts. For that reason, the insulation thickness
adopted for the corners of the first iteration model (Figure 5a) was 400 mm, extending 900 mm in each
direction from the corner, and for the remaining surfaces the insulation thickness adopted was 200 mm.
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In the base case model (Figure 5b), the insulation thickness was calculated by dividing the volume
of insulation used in the emergent pattern case by the total surface area of the box, so that the same
amount of insulation material was used in both cases. The resultant uniform insulation thickness was
calculated to be 304 mm.
As IES Virtual Environment [19] does not appear to take into account the thermal bridge,
other alternatives were investigated. DesignBuilder [21] was one of these alternatives, as it enables
linear thermal bridges to be specified. However, these specifications could not take into account
different thermal insulation thicknesses. A third alternative investigated for taking into account thermal
bridges was AnTherm [22]. It was found that this tool facilitates the calculation of linear thermal
bridges depending on the values of overall thermal transmittance of the building components in direct
contact, such as wall corners, wall-to-floor and wall-to-ceiling edges. That calculation facilitated the
adjustments of the insulation thicknesses to enable a dynamic simulation to be carried out in IES
Virtual Environment [19].
The overall heat loss coefficients for the emergent pattern and uniform pattern, adjusted for heat
loss from the thermal bridges, is shown in Table 1. As can be seen from this table, the heat loss in the
emergent pattern box model was reduced by 8.7% in comparison with the uniform pattern box model.
Table 1. The overall heat loss coefficients for the emergent pattern and uniform pattern adjusted for
heat loss from thermal bridges.
Model Iteration Overall Heat Loss Coefficient fromConduction and Thermal Bridging (W/K)
Heat Loss Coefficient
Reduction
Emergent Pattern Box Model 341.0 8.7%
Uniform Pattern Box Model 374.3
The total energy consumption from the simulations of the two boxes from Figure 5, illustrated
in Table 2, shows an improved performance of the emergent self-organised insulation. As can be
seen from this table, the energy consumption reduction was 3.6%, therefore lower than the heat loss
reduction in Table 1. We believe this is because the thermal bridge heat losses were calculated for a
static temperature difference between 20 ◦C internal temperature and −5 ◦C external temperature by
the AnTherm software [22], whilst the dynamic simulation used all hourly temperature differences
between the calculated internal temperature and the external air temperature from the weather data file.
Additionally, the two boxes have only been simulated for heating, and therefore not all of the heat loss
reduction coefficient reduction has been reflected in the energy consumption reduction. The carbon
emissions, being proportional to energy consumption, were also reduced by 3.6%.
Table 2. Simulation results for box model iterations using IES Virtual Environment [19].
Model Iteration Total Energy Consumption(MWh)
Energy Consumption
Reduction
Emergent Pattern Box Model 230.0 3.6%
Uniform Pattern Box Model 238.6
Simulations of different geometries, different scales and different numbers of insulation objects
will inevitably result in different performance improvements. However, the performance improvement
of the emergent self-organised insulation has justified the use of the repellent force in this approach.
5. Discussion and Analysis
The simulation experiment explained in this article has illustrated the creation of a self-organised
emergent thermal insulation pattern based on the implementation of Newton’s law of gravity with a
reversed sign. The justification of this approach is explained in the text below.
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At the start of this research, an initial 3D model created on the basis of Fourier’s law exhibited
emergent self-organised behaviour, but only a small number of insulation objects could be used due to
the slow simulation performance. The component-to-component interaction in that initial model was
based on a 3D “Moore neighbourhood” concept where each cell communicated with 27 other cells in
the immediate neighbourhood, to calculate their temperature and movement along the heat gradient.
The insulation objects were instantiated outside the building box enclosure, and that required a large
number of objects to achieve self-organised behaviour. In a model with approximately 1000 insulation
objects, this process resulted in 27,000 processing threads, impacting on the speed of simulation. Due to
the slow simulation time attributed to this approach and to the requirement of instantiating a large
number of insulation objects outside of the building box enclosure, emergent self-organised insulation
patterns could not be effectively created.
For that reason, an alternative approach with a repellent gravitational force based on Newton’s
law of gravity with a reversed sign was investigated. This approach made it possible to instantiate a
smaller number of insulation objects inside the building box enclosure. The objective was to find out if
the resultant emergent self-organised pattern of thermal insulation representation would be better in
terms of energy performance in comparison with a conventional thermal insulation using the same
amount of insulation material. As can be seen from Table 1, this performance improvement has been
achieved, thus justifying the repellent gravitational force approach.
Both approaches investigated in this research, Fourier’s law of heat transfer and Newton’s law
of gravity, are based on the use of a simple and single equation which mathematically describes the
complex natural behaviour of heat transfer and gravitation. In comparison, conventional approaches
such as the finite element method involve complex systems of equations which produce solutions
that require approximations and a large number of iterations, making it a resource intensive and a
time-consuming process. In the case of the methods introduced in this article, the complex systems of
equations are replaced by the interaction of the insulation objects with the repellent object, and the
interaction of the insulation objects with each other.
The results from the above simulation experiment illustrate the creation of a self-organised
emergent pattern of thermal insulation, in response to the repellent force used as a representation of
heat loss. At the start of the simulation experiment, it was expected that the insulation objects would take
some time to exhibit emergent behaviour; however, that behaviour occurred almost instantaneously,
as the insulation objects were instantiated. The 3D patterns generated in the simulation help to
visualise the heat loss field and create a representation of thermal insulation that is ideally matched
to it. This process highlights the areas of the building that are more affected by heat loss, such as
wall-to-wall, wall-to-ground and wall-to-roof junctions. The emergent pattern in Figure 6 is consistent
with the 2D emergent pattern generated by the simulation experiments developed by the authors [7,18],
as shown in Figure 7a,b. In this research, the 2D emergent patterns exhibited a similar behaviour in
response to heat loss, highlighting areas that are significantly affected by heat loss. The insulation
object in the present experiments also exhibited an emergent behaviour of overcrowding, as each object
competed with other objects in the simulation for the position furthest from the repellent under the
constrained 3D space. This competing behaviour was a result of self-organisation in response to each
object implementing Newton’s law of gravity with a reversed sign, whilst the system’s behaviour was
not explicitly programmed and emerged through self-organisation.
While the 3D and 2D proofs of the concept models shown in Figures 6 and 7, respectively, do not
claim to represent and reproduce natural behaviour accurately, they do illustrate a strikingly similar
behaviour. Thus, these emergent patterns can be coupled with the ideas developed by Toffoli and
Margolus, who argue that “when things are what they seem, we can safely let them do what they must” [13],
and be utilized as a starting point for design exploration. Since the 3D model developed in this
research only provides qualitative results of insulation design, it is important for these to be quantified
and assessed for practical use. This can be achieved using conventional tools such as IES Virtual
Sustainability 2020, 12, 5764 11 of 14
Environment [19], as demonstrated in the comparative simulation analysis section of this paper and
summarized in Table 1.
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it be said that the only thing this method is able to do is to identify geometric thermal bridges
already well known by designers? We believe that this work goes well beyond that. It crea es a 3D
visualisation of the heat loss field and a representation of thermal insulation that is ideally match d to
the heat loss fi ld. Although designers gen rally know about therm l bridges, they do not have an
insight into what the 3D he t loss field look lik , and this article introduces tha insight.
Is the lack of differentiation between the different thermal elements of the building a shortcoming
of this model, considering that the insulation thickness on the roof should be higher than that of the
external walls, which should be higher than that of the ground floor? Whilst the authors acknowledge
that this differentiation exists in practical design applications, it was outside the current scope of this
research and will be added to our future versions of the model by changing the boundary conditions.
However, our point is that the emergent self-organised approach introduced in this article offers new
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insights into the visualisation of the 3D heat loss field and the ideal matching of thermal insulation
representation to the heat loss field. This has not been done before in a 3D domain, as building
designers have not been trained to think along these lines.
Designers do not propose organic shapes as design solutions to alleviate thermal bridging.
The self-organisation approach to insulation design presented in this research, though in its infancy,
is able to visualise and highlight areas significantly affected by heat loss through the building fabric and
does not require complex systems of equations. The visualisation of heat loss through the accumulation
of insulation objects provides designers with a new plane of design exploration and allows for a
stronger understanding of building physics. The model developed in this research is dynamic and
instantly responsive to changes made during runtime. In comparison, conventionally developed
simulations are only able to provide static time shot results for building performance.
The above suggests the following question: Can this work be regarded as being in a such an
embryonic state that it is not worth publishing about? The point we are making is that, although some
6000 years have passed since the first differentiation between the endeavours of human hunter-gatherers
and individual disciplines, that occurred at the onset of the agricultural revolution [23], building design
has always been an essentially top-down activity, producing forms that do not accurately relate to the
heat transfer processes they contain. This research re-addresses that ongoing disparity between nature
and the representation of nature, and we believe that it is worthwhile publishing its results.
As real buildings are much more complex than the model presented in this article, should we have
waited until more complex examples of the application of this work were developed? We believe that
the changes in building design that this article advocates are so fundamental that we do not require
more complex examples to demonstrate the concept, and that the simplest of examples, as presented
here, is the best way to make our point. However, we will proceed to investigate more complex
buildings and to vary the initial and boundary conditions.
How can the approach introduced in this article help designers? The model developed in this
research was specified with a minimum amount of information, based on its initial conditions, and yet
it was able to provide much more information than it was supplied with. Therefore, this creates
opportunities for designers to analyse their design strategies quickly and from a very early stage of
the design process. The dynamic nature of this simulation will provide designers with a stronger
understanding of a building’s thermal behaviour, enabling them to explore a vast design space. This is
an improvement with regard to the static process, which requires vast amount of information and
lengthy computing periods.
6. Conclusions
This article has introduced the development of a 3D self-organised simulation model based on
the use of repellents to investigate whether it can re-create the complex natural phenomenon of heat
loss through the building fabric. It has resulted in the visualisation of the heat loss field and the
representation of the thermal insulation pattern that is ideally matched to that field.
A comparison between the generated emergent pattern and a conventional pattern using the same
amount of thermal insulation material showed lower energy consumption and associated carbon emissions.
As this approach provides much more information to the user than the one initially supplied to the
model, it presents opportunities for designers to investigate various design strategies at an early phase
of the design process. Additionally, as the approach visualises the generation of the self-organised
emergent insulation patterns, it provides a much greater insight into the complex natural heat loss
process in buildings, thus increasing our understanding of building thermal behaviour.
The approach presents an opportunity for designers to develop design solutions that are ideally
matched to the heat loss field, thereby changing the culture in the industry from top-down to bottom-up
solutions that are better than the simplified conventional solutions.
This article has illustrated the creation of an alternative bottom-up approach for recreating a
complex natural phenomenon. It has also illustrated how the resulting self-organised emergent pattern
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can be utilized as a starting point for design exploration. It has shown that solutions based on the
self-organised patterns generated in this research provide a higher thermal performance compared to
conventionally designed solutions. In doing so, this article proposes the use of alternative approaches
such as that investigated in this research, to develop solutions that are closer to nature, replacing the
need to solve complex systems of equations.
Although this approach requires further developments, such as improving the object resolution
and rendering speed, it has shown that it can act in a more direct and interactive way to generate
solutions. Our future work will also investigate more complex building configurations and varying
initial and boundary conditions.
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